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‘150‘

SELECTED MELAMINE
MDF TOP, MODESTY
GABLES & LEG

NOTES

TOP

LAMINEX SELECT BEECH MELAMINE
ON 25mm MDF - E ZERO WITH
MATCHING 2mm ABS EDGING ON ALL
EDGES

GABLES/ MODESTY/ LEG

LAMINEX SELECT BEECH MELAMINE
ON 25mm MDF - E ZERO WITH
MATCHING 2mm ABS EDGING

KEYBOARD MECHANISM
HOWARD SILVERS HSI - BLACK

CABLE ENTRY CAP
HOWARD SILVERS 047090
80mm DIA. BEIGE

ADJUSTABLE FLOOR GLIDES
HOWARD SILVERS 047460
28mm DIA. NICKEL PLATED
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ADJUSTABLE KEYBOARD
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ENTRY CAP
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NOTES:

1. MATERIAL: 6.5 MM. STEEL
PLATE, METAL PRIMER FINISH

2. SIZE: 300 X 300 MM.

3. HOLES INDICATED "0” ARE PROVIDED

FOR CEILING MOUNTING.

DIAMETER.

13mm
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SANDWICHED BETWEEN 2
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7.

10 MM. DRILL HOLES FOR MOUNTING BOLTS
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ELEVATION
SCALE 1:5
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A4 SIZE INSTRUCTION SHEET
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EQUIPMENT RACK — FRONT OF HOUSE

1 OFF AMX CONTROL CABLE FROM BIO BOX

1 OFF AMX CONTROL CABLE FROM LECTURN (Ax LINK)

2 OFF BALANCED AUDIO LINES FROM ROH (AUDIO 1&2)
3 OFF BALANCED MIC LINES FROM LECTURN (MIC 1, 2 & 3)

1 OFF VIDEO LINE FROM RHS FOH TO EQUIPMENT RACK (VIDEO 2)

1 OFF VIDEO LINE FROM LHS FOH TO EQUIPMENT RACK (VIDEO 1)

1 OFF BALANCED MIC LINE FROM FOH LHS (MIC 4)

1 OFF BALANCED MIC LINE FROM FOH RHS (MIC 5)

4 OFF BALANCED MIC LINES FROM SIDE WALLS (MIC 6, 7, 8 & 9)

6 OFF BALANCED MIC LINES FROM BIO BOX (MIC 11-16)

1 OFF VIDEO LINE FROM LHS WALL TO EQUIPMENT RACK (VIDEO 3)

1 OFF VIDEO LINE FROM RHS WALL TO EQUIPMENT RACK (VIDEO 4)

1 OFF VIDEO LINE FROM LHS WALL TO EQUIPMENT RACK (VIDEO 5)

1 OFF VIDEO LINE FROM RHS WALL TO EQUIPMENT RACK (VIDEO 6)

14 OFF VIDEO LINES FROM LECTURN (VIDEO 7 TO 20)

8 OFF VIDEO LINES FROM DATA PROJECTOR (R.G.B.V.H/COMP/Y.C.) (VIDEO 21-28)

8 OFF BALANCED MIC LINES FROM BIO BOX (VIDEO 29-36)

2 OFF 3 PAIR CONTROL CABLES FROM ROH (2 OFF RS232) SLP1/SLP2

2 OFF STEREQ SPEAKER LINES (LEFT SPEAKER/RIGHT SPEAKER)

REMOTE CONTROL CABLE FROM DATA PROJECTOR

SPEAKER LINES TO PA SPEAKERS (NO. AS REQUIRED)

1 OFF SPEAKER LINE TO HEARING AUGMENTATION AUDIO INDUCTION LOOP

1 OFF BALANCED MIC LINE FROM DATA PROJECTOR (MIC 10)

2 GPO
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FRONT WALL — FOH

2 OFF STERIO SPEAKER TERMINALS (LEFT SPEAKER/RIGHT SPEAKER)

LECTURN

1 OFF VIDEO LINE LHS (VIDEO 1)

14 OFF VIDEO LINES RG59 (VIDEO 7-20)

1 OFF VIDEO LINE RHS (VIDEO 2)

3 OFF BALANCED MIC LINES MIC 1, 2 & 3

1 OFF BALANCED MIC LINE LHS (MIC 4)

1 OFF AMX CONTROL CABLE (Ax LINK)

1 OFF BALANCED MIC LINE RHS (MIC 5)

1 OFF CAT 5E TO DIMMING SYSTEM

2 OFF GPO

2 DATA CAT SE TO TER

3 GPO

DATA PROJECTOR — CEILING MOUNTED

*1 OFF REMOTE CONTROL CABLE* BELDON 9538

8 OFF VIDEO LINES TO EQUIPMENT RACK
(R,G,B.V,H/COMP/YC) (VIDEO 21-28)

1 OFF BALANCED MIC LINE TO EQUIPMENT RACK (MIC 10)

1 DATA CAT SE TO TER

1 GPO WITH NEON INDICATOR

BOLLARD — ROH

OFF BALANCED AUDIO (AUDIO 1 & 2)

OFF 3 PAIR CONTROL CABLES (SLP1/SLP2)

LEFT HAND SIDE WALL

RIGHT HAND SIDE WALL

1 OFF BALANCED MIC LINE (MIC 6)

1 OFF BALANCED MIC LINE (MIC 7)

1 OFF VIDEO LINE (VIDEO 3)

1 OFF VIDEO LINE (VIDEO 4)

PA SPEAKERS (CEILING MOUNTED) # AS REQUIRED

PA SPEAKERS (CEILING MOUNTED) # AS REQUIRED

1 BALANCED MIC LINE (MIC 8)

1 BALANCED MIC LINE (MIC 9)

1 OFF VIDEO LINE (VIDEO 5)

1 OFF VIDEO LINE (VIDEO 6)

2 GPO
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DATA PROJECTOR

8 x RG 59 B/U

1 CONTROL CABLE

2 x MIC CABLES

1 DATA CAT 5E TO TER

1 GPO WITH NEON INDICATOR

EQUIPMENT RACK

8 x RG 59/BU

1 CONTROL CABLE
BELDEN 9538

2 x MICROPHONE TWIN
SHIELDED AS PER
GU DESIGN GUIDELINES

1 X CAT 5 E
LIGHT SWITCHING

TEACHING DOOR
WALL LIGHT
LIGHT SWITCH
SWITCH PANEL
PANEL

LIGHT
DIMMER
(DYNALITE)
SPEAKER SPEAKER

1 x AX LINK
CC — AX LINK

L

2 x FIG 8 AS PER GU
DESIGN GUIDELINES
SPEAKERS 4mm?

DESK
CONTROL
PANEL

1 X HEARING
AUGMENTATION
INDUCTION LOOP

AUDIO
LOOP

2 DATA CAT S5E TO TER

2 GPO
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150

v e

A
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75

150 X 5 FL CONN PLATE e
PC BLACK W/4 X 124
HOLES ON 95 XCRS "
)
50 X 3 CHS METAL =
EYELET FOR SECURITY Q =
CHAIN: WELDED TO / =
POLE: POWDERCOAT 2
BLACK
CEILING 7
O
50 X 3 CHS WITH BLACK e =
POWDERCOAT e
- |
TS
- ™

DATA PROJECTOR MOUNTED
BY OTHERS

NOTE:
1. TO HOLD 90KG
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I
CAMERA 1
2XRG59BU

1 X CATS

1 X MC
1 GPO

SPEAKER SPEAKER

DATA PROJECTOR DATA PROJECTOR

DIMMING SYSTEM 8 X RG59 BU 8 X RG59 BU
2 X_MIC Y WG
1 X CONTROL X CONTROL

1 X DATA TO TER
1 X GPO WITH NEON

1 X DATA TO TER
1 X GPO WITH NEON

EQUIPMENT RACK

16 X RG59 BU
4 X MIC TWIN SHIELD

2 X CONTROL CONTROL
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CABLE CAT 5
CAT 5 LIGHT SWICTHING
1 X AXLINK c
2 X FIG 8 DESK| CONTROL
4 X RG59 BU
2 X CAT 5
2 X MIC TWIN SHIELD
CONTROL DESK
2 GPO
CAMERA 2 CONTROL DESK
2XRG59BU 10 X RGS9 BU
1 X CATS 3 X MIC
1 X MIC 1 X AXLINK
1 GPO 1 X CAT 5 LIGHT Sw.
2 X DATA CAT 5
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SPEAKER

CAMERA 1

2 X RG59BU

SPEAKER

1 X CAT 5E

1 X MICROPHONE

1 X GPO

PLASMA MONITOR

DYNALITE
DIMMING SYSTEM

8 X RG59 BU

2 X MIC CABLES

1 X CONTROL CABLE

2 X DATA CAT SE TER

1 X GPO

PLASMA MONITOR
8 X RG59 BU

2 X MIC CABLES

1 X CONTROL CABLE

2 X DATA CAT 5E TER
1 X GPO

EQUIPMENT RACK

16 X RG59 BU BELDEN 9259

4 X MIC TWIN SHIELDED

CABLES

2 X CONTROL CONTROL CABLES

CAT SE

1 X CAT 5E LIGHT SWICTHING

1 X AXLINK

DESK CONTROL

2 X FIG 8

PANEL

4 X RGS9 BU
2 X CAT 5E
2 X MIC TWIN SHIELDED

CABLES

CONTROL DESK

2 X GPO
CAMERA 2

2 X RG59BU CONTROL DESK
1 X CAT 5E 10 X RG59 BU

1 X MICROPHONE 3 X MIC

1 X GPO 1 X AMX LINK

2 X DATA CAT 5E TER
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AIR HANDLING UNIT XX.XX ELECTRIC DUCT HEATER XX.XX

o/L EDM XX.XX=1__EDH XX.XX—2 HBLS
MAN 0 AUTO MAN 0 AUTO|  [MAN 0 AUTO
| CHHP 00X - CHWP XX.XX~2
FAULT RUN FAULT
MAN OFFAUTO MAN OFFAUTO
LOCK TO BE
L & F 92268
SWITCHROOM EX FAN XX.XX BATTERY ROOM EX FAN_ XX.XX LAMP_TEST
RUN FAULT RUN FAULT BUTTON
MAN 0 AUTO MAN 0 AUTO LEGEND:

XX.XX = ROOM NO.
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100% DUTY
STANDBY FAN

®—vsol

| FAN STARTS WHEN ANY ROOM SWITCH
BUTTON IS ON THEN MAINTAINS SUCTION
| PRESSURE AT A PRESET LEVEL USING VSD.

-

ON/OFF BUTTON

e

MOTORISED DAMPER
/ OPEN/CLOSE WHEN
A ROOM SWITCH
7*4 BUTTON IS ON/OFF

.

—————————

NEDERMAN ARM WITH INTEGRATED MANUAL DAMPER

(AT LEAST ONE DAMPER LOCKED OPEN FOR EACH ROOM)
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TYPE C MOUNTING
ANGLES TO BE USED
FRONT & BACK

FRONT

PLAN

RACK REQUIRES 2 X CAPTIVE POWER PENDANTS FED
FROM 2 X CIRCUITS, WITH THE CURRENT-CARRYING
CAPACITY OF CIRCUITS AND PENDANTS TO BE
ADVISED BY ICTS/NCS. BOTH PENDANT SOCKETS ARE
TO BE CHAIN MOUNTED ABOVE EACH RACK AT THE
BACK AND LABELLED, "#A" ON THE LEFT & "#B" ON THE
RIGHT (WHEN FACING THE BACK OF THE RACK, AND
THE "#" BEING THE RACK NUMBER E.G. 1A, 1B), EACH
CIRCUIT MUST RUN TO ALTERNATE SIDES OF THE DB.

POWER DISTRIBUTION UNITS (PDU)/AUTOMATIC
TRANSFEER SWITCHES (ATS):

EACH RACK REQUIRES 2 X HORIZONTAL PDU OR 1 X
HORIZONTAL ATS (CONFIRMED BY ICTS/NCS) WITH
THE CORRECT CURRENT CARRYING CAPACITY AND
CORRECT CAPTIVELY MATCHING PLUGS TO

SUIT POWER PENDANTS RACK MOUNTED AT THE
BACK OF THE RACK.

RACK GROUNDING (ELECTRICAL EARTH):
ALL RACKS ARE TO BE EARTHED AS PER GRIFFITH
GUIDELINES

ALWAYS CONFIRM ALL POWER CIRCUIT,
POWER PENDANT AND POWER PDU/ATS
REQUIREMENTS WITH AN ICTS/NCS
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PATCH PANEL IDENTIFICATION

NOTE: BY IMPLICATION, THE "A” SOCKET SHALL ALWAYS BE ON THE LEFT.

)
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..g. NO6 -2.10 TO N34 2.54-12-SM-0S1-2

NO6 —2.10 TO N33 0.15-12-0M3—1

FIBRE OPTIC ENCLOSURE IDENTIFICATION

NOTE: THE NUMBERING RESTARTS AT 1 FOR EACH DESTINATION

TITLE

TELECOMMUNICATIONS LABELLING

WA GriffithuniversiTy

PLANNING, DESIGN & CONSTRUCTION DIVISION  [NT5

CAMPUS LIFE

170 KESSELS ROAD, NATHAN, BRISBANE, QLD. 4111 PH:(07) 3735 7111 FAX:(07) 3735 7746 DATA

PROJECT:
STANDARD DETAILS

DATE DRAWN BY TELECOMMUNICATIONS
1/11/2010 | JP

APPROVED BY | PROVECT No:

NCS N/A
DISCIPLINE REVISION DRAWING No: SHEET No:

4 GSD-702 1 of 1




W:\STANDETAILS\GSD\Ver 17.4 updates\GSD—703_R4.dwg Printed on 28 October 2010 12:10:29 PM Print Scale=1:1 on A4

VERTICAL CABLE 10 GPO POWER BOARD WITH
LADDER (TYPICAL) OVERLOAD PROTECTION FOR
EACH EQUIPMENT RACK VIN. 500
MIN. 300 MIN.300]
T

__________________ I
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. FLUORESCENT
£ LUMINAIRE
300 AFH\<2
e A4 4
EQUIPMENT RACKS SEE % 7
DRAWING NO. GSD-701 LIGHT WALL MOUNTED DOUBLE 10 A
FOR TYPICAL DETAILS SWITCH TELEPHONE SOCKET OUTLET

INSTALL VOICE DISTRIBUTION FRAME IN A
SUITABLE LOCATION ON THE BACK WALL

OF THE ROOM OR AN OTHERWISE AGREED
LOCATION. REFER TO DRAWING GSD-704

FOR HEIGHT DETAILS.

aaat=—
NI

s

MIN 1000
1. ALL DIMENSIONS ARE IN MM.
2. THE ACTUAL ROOM SIZE IS AS PER NUMBER OF RACKS AS OUTLINED
IN SECTION 21 OF GU DESIGN GUIDELINES & PROCEDURES.
3. CABLES MUST ACCESS RACK FROM OUTSIDE.
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COMMON SENSE SHOULD PREVAIL WHEN MOUNTING DISTRIBUTORS,
ALLOWING FOR:
1. 900mm IS THE MINIMUM DISTANCE — THIS CAN BE MORE IF
SPACE PERMITS,
2. ACCESS FOR CABLES ENTERING AND LEAVING THE
TELECOMMUNICATION CLOSET,
3. EASY ACCESS FOR WORK TO BE PERFORMED ON THE
DISTRIBUTORS, AND
4, SPACE FOR EXPANSION.
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CABLE IDENTIFICATION TAG (EXAMPLE)

— CODE OF BUILDING
AND ROOM NUMBER
WHERE THE CABLE IS
ORIGINATED FROM
(e.g. G23 2.19)

CABLE NUMBER
IF MULTIPLE
CABLES USED—‘

COMPANY:

DATE:

#
XXX TO XXX - XXX - XX - XXX - X

CODE OF BUILDING AND ROOM
NUMBER WHERE THE CABLE IS
GOING TO (e.g. G10 1.07) —

NUMBER OF FIBRES
OR COPPER PAIRS —

NOTE: IDENTIFICATION PRACTICE

ALL INTER-BUILDING CABLING SHALL BE IDENTIFIED WITH AN
INDELIBLE LABEL TAG IN EVERY PIT AND RISER THROUGH

WHICH THEY PASS.

EXAMPLES ONLY:

L OPTICAL OR COPPER

STANDARDS
OM3, 0.64 ETC.

— MODE
(SM OR MM FOR OPTICAL AND
CU FOR COPPER)

. FIBRE: G23 2.19 TO G10 1.07-24-SM-0S1-3

. COPPER: G23 2.19 TO G10 1.07-100-CU-0.64-2
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